The objective of this research is to quantitatively measure and compare the environmental load and construction cost of different structural frame types. Construction cost also accounts for the costs of CO 2 emissions of input materials. The choice of structural frame type is a major consideration in construction, as this element represents about 33% of total building construction costs. In this research, four constructed buildings were analyzed, with these having either reinforced concrete (RC) or steel (S) structures. An input-output framework analysis was used to measure energy consumption and CO 2 emissions of input materials for each structural frame type. In addition, the CO 2 emissions cost was measured using the trading price of CO 2 emissions on the International Commodity Exchange. This research revealed that both energy consumption and CO 2 emissions were, on average, 26% lower with the RC structure than with the S structure, and the construction costs (including the CO 2 emissions cost) of the RC structure were about 9.8% lower, compared to the S structure. This research provides insights through which the construction industry will be able to respond to the carbon market, which is expected to continue to grow in the future.
Introduction
The greenhouse gas (GHG) emissions reduction policy, driven by European Union (EU) members, took effect in 2008 and has been implemented for the past 5 years [1] . This policy is a result of the adoption of the Kyoto Protocol by the United Nations Framework Convention on Climate Change (UNFCC) in 1997. A Post-Kyoto Regime is now emerging, including within it countries classified as developing (such as Korea and Mexico), and within which enforcement of relevant provisions will commence after 2013 [2] . Aside from participating on a voluntary basis in the UNFCCC, developing countries are required to actively respond to the carbon market. In addition, the parties to the UNFCCC are activating carbon trading as a new market-based growth engine to cost-effectively manage their reduction commitments. Furthermore, with the rise of green protectionism, which is the imposition of trade sanctions on countries not participating in the UNFCCC [2] , participation in the latter becomes necessary to sustain economic growth, particularly for countries like Korea that have a strong dependence on trade. According to Korea's Ministry of Environment, in 2009, Korea voluntarily submitted to the UN a forecast target of 30% reduction in GHG emissions by 2020; the country also issued advance notice of a GHG emissions trading scheme [3] . Furthermore, all sectors, including the construction industry, have been pursuing research on CO 2 reduction technology and energy efficiency. The reduction of CO 2 is particularly essential in the construction industry, a largescale consumption field, which accounts for more than 40% of natural resource consumption, 30% of energy consumption, and 30% of CO 2 emissions, and which is in turn based on the steel, petrochemical, and cement industries, which are all major sources of CO 2 emissions [4] .
Few studies have been conducted on the economic aspects of energy consumption and CO 2 emissions, to enable companies to actively and economically respond to environmental policies, such as those resulting from the UNFCCC [5] . There are studies [5, 6] that show the energy consumption and CO 2 emissions of different constructional methods and building materials. Kim et al. [7] quantitatively assess environmental load through calculating energy consumption and CO 2 emission of building material in apartment construction. Lee et al. [8] compare construction costs, including CO 2 emission costs of masonry wall. Their study found that CO 2 emission costs were highest for fire brick walls, followed by concrete brick walls. Some studies [9] [10] [11] [12] [13] [14] [15] have been explicitly dedicated to life-cycle analysis (LCA) of material and component combinations. Cole and Kernan [9] examined total life-cycle energy use, including initial embodied energy, recurring embodied energy (associated with maintenance and repair), and operating energy. Wu et al. [11] present a method, which categorizes environmental impacts, using materials' environmental profiles to assess their environmental impacts based on the LCA framework. Gustavsson and Sathre [13] study changes in energy and CO 2 balances, caused by the variation of key parameters in the manufacture and use of materials which make up a wood and a concrete-framed building. Other research on the LCA of the whole process of construction is ongoing. This includes (i) research that analyzes initial, recurring, demolition, and operating embodied energy of proposed timber, steel, and concrete buildings, by dividing work phases as follows: site work, structure, envelope, finishes, services, and construction of the building [16] ; (ii) research that quantifies the total amount of energy consumption and CO 2 emissions caused by construction, operation, maintenance [17] , and renovation of office buildings in Japan; (iii) research to estimate CO 2 emissions in the lifecycle of residential buildings [18] ; (iv) research to measure the life-cycle energy and environmental performance of a new university [19] ; (v) research to estimate the environmental load of wood and steel reinforced concrete housing construction [20] ; and (vi) a detailed analysis of environmental load for each of the three types of residential buildings in Beijing across their whole life-cycle, focusing on energy consumption and CO 2 emissions during the phases of embodied materials, construction, operation, and disposal [21] .
Although many studies are being conducted, and Korea has been required to cope with a carbon market since its participation in the UNFCCC, its research on CO 2 emissions costs, as an element of construction costs, has been insufficient. Therefore, this study aims to measure and compare energy consumption, CO 2 emissions, and construction costs for different structural frameworks, with this analysis also including the CO 2 emissions cost of input materials. This research has thus included an analysis of the environmental loads of six office buildings with different building structural frame types during the construction stage, using I/O analysis [6] , measurement of environmental loads [22] , estimation of energy consumption and CO 2 emissions [7] , and qualitative analysis of energy consumption and CO 2 emissions.
As per this outline of the structure of the research, this paper first considers previous research and functional unit estimation approaches for energy consumption and CO 2 emissions. Next, energy consumption, CO 2 emissions, and CO 2 emission costs of input materials of different structural frame types will be analyzed and compared. Finally, key conclusions will be drawn.
Research Methodology
This research has been conducted using I/O analysis, based on an interindustry relation table. The I/O table published by the Bank of Korea in 2010 was adapted for this research. By comparing the characteristics of estimation approaches [23] , it was found that I/O analysis was more efficient than any other approach in terms of operating hours, scope, and cost.
An outline of the research is presented in Figure 1 . First, energy consumption and CO 2 emissions were estimated by functional unit, using I/O analysis. Functional unit approaches for estimating energy consumption and CO 2 emissions costs across the life-cycle are divided into three: (i) I/O analysis, directly employing the I/O table; (ii) surveybased approaches that directly track and investigate the same; and (iii) hybrids that combine both approaches [24, 25] . The units of energy consumption and CO 2 emissions used were TOE (ton of oil equivalent, 107 kcal) and T-CO 2 , respectively. Second, total energy consumption and total CO 2 emissions of input materials were estimated for each structural frame type. In this research, input materials of four constructed buildings were analyzed, comprising two short and two tall Table 2 shows estimates for consumed energy and CO 2 emissions involved in the production of input materials for each structural frame type, as per the I/O analysis. The energy consumption by unit area (m 2 ) was estimated at an average of 0.10 TOE/m 2 for the RC structure and 0.14 TOE/m 2 for the S structure. The analysis of energy consumption by input materials showed that steel manufacture has higher energy consumption than the manufacture of any other material used in structural frameworks.
Estimation of Energy Consumption and CO 2 Emissions.
In the RC structure, "rebar" accounted for about 74% (case A) and 76% (case C) of the total energy consumption. In contrast with the S structure, however, "shaped steel" only accounted for about 4% (A) and 1.9% (C) of total energy consumption. For the S structure, the sum of section "rebar" and "shaped steel" accounted for about 37% and 39% (B) and 26% and 54% (D), respectively. CO 2 emissions by unit area (m 2 ) were estimated at an average of 0.41 T-CO 2 /m 2 and 0.55 T-CO 2 /m 2 for the RC structure and the S structure, respectively. The analysis of CO 2 emissions by input materials concluded that rebar for the RC structure accounted for the highest portion of total CO 2 emissions, at 75% (A) and 77% (C), whereas the sum of section shaped steel and rebar for the S structure accounted for 76% (B) and 80% (D). In contrast, sand and 4
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Construction Costs Including CO 2 Emissions Cost.
As shown in Table 3 , the cost of CO 2 emissions by unit area (m 2 ) was estimated at an average of 8,669 KRW/m 2 (7.6 USD/m 2 )
for the RC structure and an average of 11,759 KRW/m 2 (10.31 USD/m 2 ) for the S structure, with both of these accounting for about 4%-5.3% of existing construction costs. Additionally, by analyzing the rate of increase for modified construction costs (including CO 2 emissions cost against existing construction costs for different structural frame types), it was noted that the RC structure increased to an average of 4. 
Results and Discussion.
The RC structure showed lower energy consumption and CO 2 emissions than the S structure. Results for the RC structure indicated about 29% less energy consumption and 26% lower CO 2 emissions per unit area (m 2 ) than the S structure. A large portion of emissions is attributable to the steel manufacturing process.
The CO 2 emissions cost by unit area (m 2 ) of the S structure was 26% higher than that of the RC structure. Additionally, by comparing the modified construction cost, it was found that the RC structure reduces costs by about 10% compared to the S structure. The RC structure reduces costs by about 9% compared to existing construction costs, but the cost-saving effect becomes magnified when considering the high CO 2 emission cost of the S structure.
Therefore, when selecting a structural frame type, it is advantageous to select the RC structure over the S structure, in terms of reducing energy consumption, CO 2 emissions, and CO 2 emissions cost. Furthermore, it is more advantageous to select constructional methods or materials that minimize the use of steel, provided that they meet required design conditions.
It is reasonable to consider the CO 2 emissions cost as part of construction costs, because this cost has an influence on whether it is possible to respond cost-effectively to the UNFCCC and GHG emissions trading scheme. It is understood that a quantitative comparison of CO 2 emissions and CO 2 emissions costs for different constructional methods may induce construction companies to select a construction method that will lead to lower levels of energy consumption, CO 2 emissions, and CO 2 emissions costs.
Conclusion
For the construction industry to respond to the UNFCCC and GHG emissions trading scheme in a cost-effective manner, this research has qualitatively estimated and compared energy consumption, CO 2 emissions, and CO 2 emissions costs for construction materials used in different structural frame types.
The values of energy consumption and CO 2 emissions obtained for buildings analyzed in this study differ from values obtained in other recent studies, primarily due to the use of more current energy consumption and CO 2 emissions data. Previously published studies on energy consumption and CO 2 emissions provide important results based on the use of different construction materials, such as masonry wall type (e.g., brick wall, concrete brick wall, and fire brick wall). However, the scope of this study is limited to input materials used in different structural frameworks. Therefore, it is difficult to interpret and compare the studies in any detail, because of the lack of definition of what was included within estimates of total energy consumption and CO 2 emissions.
Through case studies of buildings constructed with RC structures and S structures, this study has determined that RC structures have the following advantages: (1) reduced energy consumption and CO 2 emissions; and (2) reduced construction costs, when taking into account the CO 2 emissions cost. Therefore, in the selection of a structural frame type, it is advantageous to select an RC structure over an S structure, in order to reduce energy consumption, CO 2 emissions, and CO 2 emissions costs.
This resulted from differences in required building materials according to the building structure. It is understood that a quantitative comparison of CO 2 emissions and CO 2 emissions costs for different constructional methods may induce construction companies to select a construction method that will lead to lower levels of energy consumption, CO 2 emissions, and CO 2 emissions costs. Through this comparison, the construction industry will be able to react to the carbon market, which is expected to continue to grow. In future, it will be necessary to study the emission costs of The Scientific World Journal 5 various constructional methods, using LCA, and thus taking into account the production of construction materials, as well as construction, maintenance, and demolition phases.
